INSTALLATION INSTRUCTION
INSULATION SOCKET

Type:
FV-UM225SL
FV-UM250SL
FV-UM315SL
1) Install shrink sleeves and sliding muff before welding!!

2) Apply the PUR Half shells and fix them with the cable ties.

3) Slide over the Sliding muff.

4) Remove the packaging of shrink sleeves and position them.

5) Heat the shrink sleeve constant with a soft yellow flame.

6) Avoid damages of casing pipe by the flame!!